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Abstract 
 
This paper presents a  case  study describing the impact of charging process of plug in 
hybrid vehicles (PHEV) and all electrical vehicles (EV) on the supply grid. The paper shows 
the distortion produced in the grid by the simultaneous charge of a large fleet of vehicles 
and the corrective actions taken to guarantee the Electromagnetic Compatibility with other 
loads in the same grid. The goal of the investigation was to establish a design guide for 
parking facilities 
 
 

1 .    Introduction 
 

Effective transportation systems are essential for developed countries prosperity having 
significant impacts on economic growth, social development and the   environment.   In   
2004   the   transport   sector consumed 30% of the total final energy consumption and it was 
responsible for 25% of CO2 emissions (EU-25) [1] 

 
Plug-in hybrid-electric vehicles (PHEV)  and  all electrical vehicles (EV) have recently 
emerged as a promising alternative that use electricity to displace a significant fraction of  
fleet  petroleum consumption. Moreover, several recent studies   show that electric- drive 
vehicles (EDVs) may even profitably provide power to the grid while they are parked and 
connected to electrical grid. This is called Vehicle to Grid power (V2G) [2-4]. 

 
Nevertheless, this new situation and the predictable future  growth  of  EVs  and  PHEVs,  
creates  serious problems  of power quality in existing grids, mainly where parking 
installations are concentrated [3, 5-9]. 
 

Table 1.- Main features of the fully electric vehicles already present in the market [1] 
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Table 2.-Estimated electric power required by each vehicle category to be recharged [1] 
 
 

 
 
The  charging  structure  of  existing  automobiles depends on the country where cars are 
produced, but basically consists of a single phase or a three phase rectifier supplying a 
DC/DC converter which regulates the  charge of car batteries[10-11]. Table 1 shows a 
summary of the main features of full electric vehicles that we  may  find plugged to our 
grids and table 2 offers  an  overview  of  the  expected  power  to  be delivered during the 
charging operation. 
 
In this paper we shall analyze a supply installation to supply up to 70 vehicles.  Most  of  
them  were Piaggio Porter, supplied through single phase chargers and  there  were  only  a  
few  plugs  for  three  phase vehicles (FIAT Ducato). 
 

2 .    Preliminary test of vehicle charging process 
 

The typical charging process of an EV follows a profile as given in fig. 1. 
 

 
Fig. 1.- Load profile of an EV charger [9] 

 

 
To determine the needs of the supply installation we first performed an individual test of 
the two types of vehicle chargers  to  be  connected  in  the  supply installation, namely a 
2,2kW single phase and a 6,6kW three   phase   chargers.  Foreseeing that the current would 
present a high level of harmonics and a high peak value, we tested the supply in two 
conditions: a) Direct connection to the charger and b) Inserting a reactor with a rated 
voltage drop of 4% at 50Hz. The results are presented in figs. 2 and 3 below. 
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a) Direct supply                    b) With a 4% reactor 
Fig. 2.- Vehicle charger supplied by a single phase source 

 
 

 
a) Direct supply                    b) With a 4% reactor 
Fig. 3.- Vehicle supplied by a three phase source 

 
At the top we can see the voltage wave and the most   relevant   values   and   at   the   
bottom   the corresponding current wave and values.  VnF1 and InF1 are RMS values of 
fundamental component of voltage and current respectively, and Max, Min are the peak 
values for each wave 
From the recordings on a single vehicle we may deduce that in the supply of single phase 
charging systems, the addition of a series reactor rated 4% does not help very much 
improving the peak and the THD of the supply current, while in the three phase charger, the 
addition of a reactor with the same voltage drop significantly improves the situation (peak 
and THD decrease to 50% approximately). 
 

3 .    Supply design for a parking facility. 
 

As  announced  in  the  abstract,  the  goal  of  the investigation described in this paper was to 
elaborate a design  guide  for  parking  facilities,  where  a  large number of EV and PHEV 
could be connected, without disturbing the supply system. The case study was a garage   
where  several  garbage  trucks  were  parked during midday rest and during the whole night. 
Most of the vehicles were single phase and only a few were three phase. The total supply 
points were distributed on  three  lines  having  20  points  for  single  phase chargers  and  a  
total  of  5  points  for  three  phase chargers. The single wire diagram is represented in fig.4.  
The  single  phase  chargers  were  designed  to  be connected directly to line-neutral supply 
lines and the three  phase chargers were designed to be connected through a 4% reactor 
each. The analysis of individual vehicles and  the high number of single phase supply points  
made  foresee  that  there  would  be  a  high contents  of  third   harmonic  current,  which  
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would produce high current values in the neutral line (see harmonics contents for the 
individual vehicle in Table 3). 

 
 

 
Fig. 4.- Single wire diagram of parking facility 

 
 

Table 3.- Current harmonics contents of a single phase charger 
 

 
 

 
Because of the high contents of third harmonic, a shunt active filter was planned to be placed 
at the head of the supply system to avoid over-current in the neutral and to avoid the 
transformer declassing. The prediction of currents to be cancelled by the filter can be done by 
using the data of table 3. The individual contents of harmonics in amperes can be calculated 
by (1) , where, Ih is the total RMS current of harmonic h expected at the point of common 



5 
 

coupling of supply to public grid (PCC) and Nv is the number of vehicles to be charged 
simultaneously. 

 
The total RMS current needed in the active filter can  be  calculated  by  (2),  where  IQ   is  
the  reactive component of fundamental current 
 
 
 
        (1) 
 

 
        (2) 
 
 
Notice, that the reactive current in charging installations may be leading current and therefore, in 
some cases the filter is asked to supply lagging current to obtain the proper cosϕ. 
 
 

4 .    Supply facility simulation and test 
 

Although   the   design   values   could   easily   be predicted by the previous analysis, the 
supply facility supply system was simulated by using MATLAB – Simulink and the toolbox 
Sim Power Systems. 

 
After the supply system installation and start up, several    tests    were    performed    
confirming    the simulation results. To allow the filter disconnection the load for testing was 
limited to about 100kW shared between the three phases. 
 
 

 
Fig. 5.- THD(V)% and THD(I)% without and with the active filter 

 

 
Fig. 6.- Currents in the three phases and neutral without the active filter 
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Fig. 7.- Currents in the three phases and neutral with 

 
 

The most relevant test results are presented in figs. 5 to 7, which correspond to data taken at 
the PCC with and without the active filtering. Such tests show the following important 
features of the proposed supply system design: 
 

a)  According to fig.5 the THD(V) decreases from 4,5% to something below 2% and the 
THD(I) in the   phase   currents   decreases   from   60%   to something below 10%. 
 
b) The comparison of figs.6 and 7 show that the peak current in phase 1 for example 
decreases from  340A  to  235A.  In  this  point  we  must remark  that  the  filter  is  
programmed  to  give about 35kvar of leading current to compensate the lighting and 
other parallel loads. 
 
c) The RMS current in the neutral line decreases from 56A, with a total distortion close 
to 93% to approximately 5A with a distortion close to 47%. 

5 .    Conclusions 
 

The supply of a huge amount of Evs or PHEVs in parking and recharge  facilities  generates  
a serious problem for the supply system of such facilities. The main problems are generated 
in facilities to  supply single phase vehicles, which consumption involves a big amount of third 
harmonic, thus forcing to oversize the neutral conductors and the supply transformers to avoid 
very high peak currents and overheating of the supply system. 
 
The use of three phase reactors for the vehicles charging through three phase rectifiers and 
the use of active filters at the PCC of such installations can avoid the  above   mentioned  
problems  and  improve  the efficiency of the charging installations. 
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