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Abstract: Visual corona tests are useful to identify the critical corona points of substation connectors and 
other high-voltage components, thus allowing to apply corrective actions. RIV (radio interference voltage) 
and PD (partial discharge) measurements also allow detecting corona activity. However, these techniques 
require expensive screened laboratories, sophisticated instrumentation and usually do not provide the exact 
location of the discharges. Corona tests are often performed in external and expensive laboratories, where 
customers habitually have to face long waiting times. The tests in such laboratories must be totally planned 
beforehand, as they are habitually done by external engineers, so little information about the behavior and 
possible modifications of the product is acquired by the customer. This paper proposes a feasible solution to 
perform routine corona tests for product optimization in industrial facilities, while greatly reducing the 
voltage applied, the laboratory size and requirements, assembly and testing times, and thus the test related 
costs. In addition, this paper detects the visual corona onset by means of a commercial digital camera, which 
allows locating the critical corona points, thus greatly decreasing the costs of the corona detection 
instrumentation, while maintaining the accuracy and sensitivity of the detection method. The methodology 
proposed in this paper can be applied to many other high-voltage devices such as conductors, spacers for 
bundle conductors, vibration dumpers, corona protections, and different types of hardware and fittings for 
power lines and substations. 
 
Keywords: corona inception voltage, corona extinction voltage, visual corona, finite element method, 
substation connector. 

1. INTRODUCTION 
Components for high-voltage applications such as substation connectors must be free of corona for the 
specified conditions of operation. Corona is a type of partial discharge that produces a localized ionization 
of the gaseous insulation surrounding an energized electrode, when the voltage gradient exceeds a critical 
onset value [1], [2]. Corona can also be understood as the release of capacitive energy stored in the electric 
field [3]. Two regions characterize corona discharges, a thin ionizing layer, which surrounds the outer surface 
of the active electrode, and a drift region, in which the field drives the ions towards the collecting electrode. 
The thin ionizing layer is often considered as a unique source of unipolar ions, which generate a space charge 
density and travel along the field lines [4]. The micro-physical processes of gas discharge that lead to corona 
are often expressed in terms of ionization by collision, drift of ionic particles, photoionization, attachment 
and recombination processes [5].  

Corona discharges are a focus of concern in high-voltage power systems due to their harmful effects such 
as ozone generation, audible noise, electromagnetic interference and power loss [2], [6]–[9]. They tend to 
occur at sharp protrusions from electrodes in gases and liquid insulation systems [10]. Corona current pulses 
are very fast, thus being a main source of wide-spectral-range electromagnetic interference, covering from 
the ultraviolet and visible to radio and TV spectral regions [11]. Corona discharges can also produce voltage 
transients and degrade insulation systems, since their effects are permanent and cumulative [12], thus 
reducing the reliability of power systems. Corona discharges are invisible in daylight because most of the 
radiation falls within the ultraviolet spectrum, thus being almost imperceptible to the human eye. 
Consequently, visual corona is often detected in total darkness or through specialized measurements 
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involving audible noise or electromagnetic radiation [13], including partial discharge (PD) detectors, 
ultraviolet imagers, sound level meter and radio interference voltage (RIV) receivers [9]. 

Visual corona tests are useful to identify the weak points of high-voltage components, and thus corrective 
actions can be applied during their optimal design stage. The accurate detection and assessment of the corona 
onset conditions plays an important role when designing high-voltage devices [2], [3], [7], [14], [15]. RIV 
and PD measurements also allow detecting corona activity. However, these techniques do not give the exact 
location of the discharge points. Several international standards deal with PD, RIV, and visual corona 
detection methods, such as the NEMA 107-2016 (RIV) [16], the IEC 60270:2000 (PD) [17], the IEEE Std. 
1829-2017 (visual corona and RIV) [18] or the ANSI/NEMA CC1-2009 (visual corona and RIV) [19], the 
last one is specific for substation connectors. The RIV level is expressed in µV, according to the human ear 
acoustical noise impression. This is a drawback of the RIV method, as it is not directly related to the PD 
activity [20]. The PD activity, as measured by the IEC 60270:2000 [17], is related to the apparent charge, 
expressed in pC [20], that is, the charge that if injected suddenly between the test object terminals, would 
transitorily alter the voltage between the terminals by the same amount as done by the partial discharge [1].  

Standard corona tests usually require large-size high-voltage laboratory facilities which are scarce, since 
fully screened high-voltage laboratories including all research and test equipment and facilities cost several 
millions of US dollars [21]. Therefore, industry is often forced to perform the standard corona tests in external 
and expensive laboratories, in which customers habitually have to face long waiting times. These tests tend 
to be very rigid and must be totally planned in advance, since they are carried out by the personnel of the 
external laboratory, with almost no intervention of the customer’s engineers. Therefore, very little 
information about the behavior and possible modifications of the product is acquired by the customer.  

This paper proposes a feasible solution to perform routine corona tests for product optimization in industrial 
unscreened laboratories with a voltage limit in a range of 100-150 kVRMS, which requires a financially 
affordable high-voltage generator and a reduced size of the testing area. This strategy allows a significant 
reduction of assembly and testing times, the requirements of the high-voltage generator and the associated 
measuring instruments, the size of the laboratory and the overall test costs. In addition, the visual corona 
inception and extinction conditions are detected by means of a commercial digital camera, which allows 
locating the points more prone to corona appearance. The use of such camera greatly decreases the cost and 
requirements of the visual corona detection instrumentation, while almost maintaining the accuracy and 
sensitivity of the detection method compared to RIV and PD measurements, as proved in Section 4.  

The proposed system is aimed at reducing the height of the test object above the ground plane during the 
experiments. This strategy allows a drastic reduction of both the corona inception and extinction voltages, 
and greatly simplifies the assembling of the experimental setup. The proposed approach requires performing 
FEM (finite element method) simulations to calculate the voltage gradient of the critical corona points by 
analyzing the same geometry as in the standard experimental corona test. Next, again through FEM 
simulations, the connector is simulated, and afterwards tested at a reduced height above the ground plane, in 
a small-size laboratory. The voltage to be applied so that the critical corona points have the same voltage 
gradient as in the standard corona test is determined. The proposed system is very useful, especially in the 
design and optimization phase of substation connectors. When obtaining unacceptable results, this procedure 
is iterated by modifying the geometry of the connector until satisfactory results are obtained. Finally, the 
optimized design must pass the mandatory standard corona test in the external laboratory.  

Although the approach proposed in this paper has been applied to the analysis of substation connectors, it 
can be generalized to many other high-voltage devices such as conductors, spacers for bundle conductors, 
vibration dumpers, corona protections, or line and substation fittings among others. 

2. THE APPROACH PROPOSED IN THIS PAPER 
This section describes the approach proposed in this work to perform simplified visual corona tests for 
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product optimization at industrial laboratory level, that is, in the facilities of the manufacturer. It allows a 
drastic reduction of the requirements in terms of laboratory size, maximum voltage, nominal power, and 
instrumentation compared with those required in standard corona tests. In addition, the high-voltage 
generator required for the visual corona tests does not necessarily require to be free of partial discharges, thus 
greatly reducing its cost. The strategy proposed can be summarized in three basic steps, which are detailed 
below.  

The first step (Step 1.1 in Fig. 1) consists in performing a FEM simulation of the standard corona test. The 
geometry to simulate must be the same as in the standard test, which is usually performed in a large-size 
screened high-voltage laboratory, with the test object (the substation connector) placed at several meters 
above the ground plane, as shown in Table 1. The voltage applied must be the same as that in the standard 
corona test, that is, at least 10% above the nominal operating voltage of the test object [19]. Corona can be 
simulated by applying different approaches. One of the most widely used is the FEM method [4], [7]. FEM 
simulations allow locating the most stressed or critical points of the connector surface, and determining the 
voltage gradient of such points. The objective of this process is to locate the critical corona points on the 
surface of the connector and to calculate their electric field strength, to determine the voltage that should be 
applied in the reduced-height test while maintaining the same voltage gradient on the critical corona points 
(see Step 1.2). Next (Step 1.2 in Fig. 1), FEM simulations are carried out maintaining the basic geometry of 
the problem, but reducing significantly the height of the test object above the ground plane (typically less 
than 1 m) and the voltage applied. The critical corona points will be the same as in the previous step. The test 
voltage to be applied in the simplified experimental visual corona test in Step 2 is obtained from the FEM 
simulations, so that the voltage gradient of the critical points during the simplified visual corona test, 
calculated, is the same as that in Steps 1.1 and 1.2. 

The second step (Step 2 in Fig. 1) refers to the simplified visual corona test carried out in a small-size 
unscreened laboratory, using a digital camera to detect the critical corona points of the connector surface. 
The test object is placed at the reduced height above the ground plane calculated in Step 1.2. This test has 
several advantages, since the engineers responsible for designing and optimizing the product perform the test 
in the manufacturer’s laboratory, so there is no need to face long waiting times. Moreover, this strategy allows 
gathering many useful product information, thus facilitating a further optimization of the connector in case 
it does not fulfill the requirements, that is, when detecting visual corona activity. Steps 1 and 2 allow applying 
an iterative approach until visual corona activity is completely eliminated. Once in that point, it is assumed 
that the connector is ready to pass the standard corona test. 

The third step consist in conducting the mandatory standard corona test in a large-size high-voltage 
screened external laboratory. In this case, the test object will be placed at several meters above ground plane 
and both visual and RIV or PD standard measurement will be carried out.  

Fig. 1 summarizes the three-step approach proposed in this paper. 
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 Test object at several meters above ground plane 
 Large high-voltage laboratory is required
 Screened laboratory facilities
 Visual and RIV or PD standard measurement
 Customer have to face long waiting times
 Tests done by external engineers
 Little information about the product is gathered
 This test is not well suited for product optimization

3.- Standard corona test

2.-Simplified visual corona test
 Test object at reduced height above ground plane 
 Visual corona measurement by means of a digital camera
 Small laboratory facilities are required
 No need of screened laboratory
 No need to face  waiting times
 Tests done by customers’ engineers
 Many product information is gathered from tests
 This test is well suited for product optimization

1.1- FEM simulations of standard corona test
 Same geometry as in standard corona test (Step 3) 
 Test object at several meters above ground plane
 Critical corona points are located
 Voltage gradient is calculated at the critical points (VG-

CP)

Ensures to pass the 
standard corona test

1.2- FEM simulations of simplified corona test
 Same geometry as in 3 (reduced voltage and height)
 Critical corona points are located (same points as in 1.1)
 Test object at several tens of cm above ground plane
 Test voltage is calculated so that the voltage gradient in 

this test on the critical points (VG-CP) is the same as in 1.1

Height above ground 
plane is selected so 
that the test voltage 
is compatible with 
the requirements of 
the manufacturer’s 
laboratory 

Product 
optimization 
stage in case 
the product 

does not 
fulfill 

requirements 
(presence of 
visual corona 

activity)

Optimized product

 
Fig. 1.  Summary of the three-step approach proposed in this paper. 

It is worth noting that the approach proposed in Fig. 1 is well suited during the optimal design of substation 
connectors and other high-voltage devices, since it ensures that the final design will pass the mandatory 
standard corona test. 

3. FEM SIMULATIONS 
This paper performs three-dimensional FEM simulations (3D-FEM) to determine the voltage gradient in 

the surface of the analyzed connectors. Since the experimental geometry is already known, it is introduced 
in the FEM software to determine the points of the connector with the highest voltage gradient, that is, those 
susceptible of corona appearance. The analyzed three-dimensional geometric models are simplified and 
prepared to reduce their complexity and expediting the simulation step, while trying to preserve their 
accuracy. The three-dimensional meshes dealt with are composed of tetrahedral elements. Meshes of the 
analyzed models consist of 3.1-8.2 x 106 domain elements, 4.1-6.6x105 boundary elements, and 4.5-6.7x104 
edge elements depending on the simulation model applied.  

The voltage gradient in the points of the analyzed domain can be determined by applying the Poisson’s 
equation [23]. By assuming that the permittivity ε is spatially constant in the region under study, the Gauss 
law results in, 

ερ /· =∇ E


              (1) 
where E (V/m) is the electric field and ρ (C/m3) is the charge density. Since UE ·∇−=



, U (V) being the 
scalar electrical potential, (1) yields the Poisson’s equation for electrostatics, 

ερ/-2 =∇ V              (2) 
Finally, the electric potential and the electric field in the points within the analyzed area are found by 

solving (2). 
FEM simulations of relatively small-size connectors placed in large-size laboratories lead to an almost 
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unbounded problem, that is, the field extends very far away from the connector, thus requiring a large 
simulation domain. This type of simulations require a large number of mesh elements, demanding 
computational burden and resources, thus increasing the difficulty to mesh the geometry because of the 
notorious size differences between the smallest and largest mesh elements. To reduce the computational 
burden, the infinite element domain condition has been applied. It truncates or reduces the modeled domain 
by adding an additional layer (a cubic box of 4 m side in this case) outside the modeled domain and applying 
a coordinate stretching within this domain, the solution being the same as in the real domain [23].  

Fig. 2 shows the meshes of the analyzed domains for the substation connectors analyzed in this work. 

  a) 

  b) 
Fig. 2.  Substation connectors analyzed. Geometry and meshes applied in the FEM simulations. a) Connector 
J40S33PK. b) Connector J40S33D4PK. 

4. CALIBRATION OF THE DIGITAL CAMERA AGAINST PD MEASUREMENTS 
The objective of this section is to prove that the digital camera can replace PD or RIV measurements to 

detect the corona onset voltage for internal industrial tests in unscreened laboratories intended for product 
optimization. 

This section describes the tests carried out to check the sensitivity of a commercial digital camera compared 
to that of a commercial PD detector system. The PD system is taken as a reference, since, except in the US, 
it is more popular than the RIV system, and because PD measurements often provide a higher sensitivity 
[24], [25] due to the wider bandwidth and lower measuring frequency, thus resulting in a stronger PD signal. 
The main differences between the PD and RIV methods are found in the calibration procedure, the 
instrumentation used, and the measuring bandwidths and frequencies [25].  

Rod-plane and needle-plane electrode configurations have been widely applied [26] and are considered as 
a reference to determine the inception voltage in air, and especially for airgaps of length beyond 0.5 m [27], 
to avoid unexpected flashovers. A needle-plane configuration was used to generate corona discharges, as 
shown in Fig. 3a. Such discharges were measured simultaneously by means of a digital camera and a PD 
detector, thus allowing to compare the sensitivity of both systems under the specified testing conditions.  

The tests here described were carried out in a small-size laboratory of the Universitat Politècnica de 
Catalunya (4 m x 6.75 m, and height 3 m). A 130 kV BK-130 high-voltage generator from Phenix 
technologies was used to generate the test voltage. Fig. 3b shows the layout used to carry out this test.  
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h = 626 mm

High-voltage

Conducting ground plane

Needle

a) 

1 2

Noise blocking filter

3

4

5

1 Variable autotransformer
2 High-voltage transformer
3 Measuring impedance
4 PD instrument
5 Coupling capacitor (1000 pF) 
6 Test object 6

0-230V 230 V/130 kV

Needle

 b) 
Fig. 3.  a) Needle-plane experimental setup to calibrate the digital camera against PD measurements. The rod 
of the needle has a diameter of 3 mm, whereas the diameter of the tip is 1.5 mm. The distance between the 
tip of the needle and the ground plane is 626 mm. b) PD measuring circuit in accordance with the IEC60270 
standard. 

A Canon EOS-70D digital camera was used to detect the visual corona, which is equipped with a CMOS 
APS-C sensor (22.5 x 15 mm) with 20.2 Mpixels resolution and variable sensitivity in the range 100-12800 
ISO. To magnify the test object an 18-135 mm lens was used. This camera incorporates the bulb mode, which 
allows controlling both the aperture and shutter speed. Photographs were taken with an exposition of 60 
seconds, with an aperture of f/5.6, ISO-200 sensitivity, and tungsten color temperature. 

  PD pulses were acquired by means of a commercial Techimp PD-BaseII instrument, using the standard 
IEC60270 bandwidth (115-440 kHz) and a sampling frequency of 200 Msamples/s. The PD detector allows 
expressing the measured voltage as equivalent charge in pC. The test object was previously calibrated by 
means of a PDCAL PD calibrator by calculating the average value of 2000 calibration pulses to reduce the 
effect of the background noise.  

 The PD tests were carried out at local atmospheric conditions (17.1 ºC, 49.2 %RH and 987.1 hPa). Under 
the conditions above, the detection limit of the digital camera was 9.8 kVRMS as shown in Fig. 4a. The 
detection limit of the PD detector was 10 kVRMS with the IEC60270 bandwidth, as shown in Fig. 4b, although 
at 9.7 kVRMS there was some corona activity, but masked by the noise-level. 
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 a)     b) 
Fig. 4.  Detection limit of the needle-plane setup. a) Alternating current negative corona photograph taken 
with the digital camera. b) Partial discharge pattern corresponding to negative corona acquired during 39.55 
s (310 pulses) with the PD detector.  

PD results from Fig. 4b clearly show a corona pattern, since they are concentrated in the negative semi-
period of the voltage waveform, with an average phase angle of 258º. 

These results suggest that the sensitivity of the digital camera is comparable to that of the PD detector 
under unscreened laboratory conditions. Therefore, the digital camera can be used to detect the corona 
activity and identify the exact location of the discharge points for routine visual corona tests intended for 
product optimization in industrial laboratory facilities, while reducing drastically the cost of the corona 
detector and facilities required. Manufacturers usually let a wide safety margin for the voltage gradient, since 
substation connectors are often designed to attain a voltage gradient below 2 kVpeak/mm which is well below 
the usual onset value, so a minor sensitivity difference between the digital camera and the PD detector is not 
significant at product optimization level. 

5. EXPERIMENTAL RESULTS 
Visual corona tests, which are carried out in a completely darkened laboratory, apply visible methods to 

identify the corona onset. Negative corona, which is produced during the negative half-cycle of the voltage 
produces very little corona light, audible noise and RIV, since these effects are associated to positive corona 
[28]. It is known that for air gaps larger than 20 mm under alternating power frequency conditions, negative 
corona appears first when gradually raising the voltage, although it almost does not generate acoustic noise, 
light and very little RIV [18]. Contrarily, positive corona produces more acoustic noise and light since it 
generates corona streamers of several cm length and the RIV level experiments a sudden increase. However, 
breakdown under positive voltage occurs at significantly lower voltage than under negative voltage. 
Therefore, the breakdown of non-uniform field gaps under alternating power frequency is produced during 
the positive half-cycle of the voltage wave [29].  

Both the corona inception and extinction voltages are measured during visual corona tests. Whereas the 
corona inception voltage is the lowest voltage at which continuous corona happens when gradually increasing 
the applied voltage, the corona extinction voltage is the highest voltage at which continuous corona no longer 
occurs when gradually decreasing the applied voltage from beyond the corona inception value [1]. The corona 
inception voltage is higher than the corona extinction voltage. 

This paper follows the visible corona test procedure suggested in the IEEE 1829-2017 guide [18]. First, 
the voltage is increased at a rate of about 2 kV/s according to the requirements of the IEEE Std 4-2013 
standard [31], until observing positive corona on the test object, this being the visual corona inception voltage 
(CIV). Next, the voltage is increased by 10% and maintained during 1 minute. Then, the voltage is lowered 
slowly to determine the extinction of the positive corona (CEV). This procedure is repeated three times and 
a photographic report is performed. The test object passes the test when both the visual extinction and 
inception voltages are higher than the designed CIV and CEV thresholds, so the test object should have no 
visual corona activity within the range of normal operating voltage [18]. It is worth noting that this paper 
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deals with the CEV, since under alternating current conditions it is usually lower than the CIV. 
It is known that the corona onset voltage is affected by the local atmospheric conditions [3]. It decreases 

with the decrease of atmospheric pressure, although this effect declines when increasing the absolute 
humidity, especially when the absolute humidity increases from 5 to 15 g/m3 [30]. Therefore, when dealing 
with arbitrary atmospheric conditions, the voltages must be corrected to take into account this effect. In this 
document the voltages measured under arbitrary atmospheric conditions are transformed to those 
corresponding to the standard reference atmosphere (20 ºC, 101.3 kPa, and absolute humidity 11 g/m3), 
according to the procedure detailed in the IEEE Std 4-2013 standard [31]. 

Substation connectors must be tested respecting the phase spacing and distance to ground summarized in 
Table 1, according to the ANSI/NEMA-CC1 standard. Both, the visual corona and audible noise extinction 
voltage must be at least 10% above the rated or nominal operating voltage, and the RIV level must be below 
200 µV at this voltage [19]. It is noted that a RIV requirement of zero is not practical since virtually all 
hardware presents some measureable RIV near the operating voltage [18].  

TABLE 1 
PHASE SPACING AND HEIGHT ABOVE GROUND AS A FUNCTION OF THE NOMINAL OPERATING VOLTAGE 

ACCORDING TO ANSI/NEMA CC1-2009 [19] 
Nominal voltage (kVRMS) Phase spacing (m) Height above ground plane (m) 

230 3.4 4.6 
345 4.9 7.6 
500 7.6 9.1 
765 13.7 13.7 
1100 16.8 16.8 

5.1 Connector J40S33PK  
This section details the tests performed to the J40S33PK mechanical substation connector from SBI 

Connectors catalogue, which is made of A356 aluminum alloy.  
To validate the suitability of the approach proposed in this paper, at first, the standard corona test was 

carried out. To this end, the J40S33PK mechanical substation connector was tested at the facilities of Veiki 
Laboratory (Budapest, Hungary) by means of RIV measurements. The J40S33PK substation connector was 
placed at 7 m height above the ground plane level. The measured corona extinction voltage was about 170 
kVRMS, with a RIV level of 71 µV, which is below the 200 µV limit value suggested by the ANSI/NEMA-
CC1. Therefore the tests are done applying more restrictive conditions than those imposed by the 
ANSI/NEMA-CC1 standard. RIV measurements were performed at 0.65 MHz across a 300 Ω impedance in 
accordance with the IEC 60437 standard [32]. The connection diagram is similar to that in Fig. 3b, but 
replacing the measuring impedance by another one in accordance with the requirements of the ANSI/NEMA 
CC1-2009 and using a RIV meter (Siemens B83600-B40). The test was carried out at local atmospheric 
conditions, 25.2 ºC, 998 hPa and 53.6% relative humidity. 

Next, the standard experimental test was replicated by means of FEM simulations, reproducing the same 
geometry, following the procedure detailed in Section 2. The simulations allowed determining the critical 
corona points on the surface of the connector and the voltage gradient in such points during the corona 
extinction conditions, as shown in Fig. 5. 



 9 

Voltage (VRMS)

30 40 50 60 70 80 90 100 110 120 130 140 150 160 170 180

R
IV

 (m
ic

ro
-v

ol
t)

0

10

20

30

40

50

60

70

80

a)  b) 
Fig. 5.  Connector J40S33PK. Large-size screened laboratory. The height above ground plane is 7 m. a) RIV 
measurement to determine the corona inception voltage conducted in Veiki Laboratory. b) FEM simulation. 
The electric field strength is given in kVpeak/mm. 

Next, FEM simulations were performed by preserving the geometry of the problem but decreasing 
significantly the height of the J40S33PK connector above the ground plane to 0.315 m. This height was 
selected to ensure corona onset conditions below 130 kVRMS, which is the maximum voltage of the small-
size laboratory dealt with in this work (see Section 4). It was verified that the critical corona points on the 
surface of the connector under these new conditions were the same as in the standard corona test carried out 
in the large-size high-voltage laboratory.  

Finally, the connector was tested in the small-size laboratory of the Universitat Politècnica de Catalunya, 
with the connector placed at only 0.315 m above the ground plane level. Fig. 6 shows the experimental setup, 
the results of the FEM simulations and the evidence of the visual corona tests. 

 a)    b) 

c) 
Fig. 6. Connector J40S33PK. Small-size unscreened laboratory. The height above ground plane is 0.315 m. 
a) Experimental setup of the simplified visual corona test including the tested substation connector, the 
conductors and the spherical corona protections. b) FEM simulation of the J40S33PK mechanical substation 
connector. The electric field strength is given in kVpeak/mm. c) Visual corona photographed with the digital 
camera. 

Table 2 summarizes the results obtained in this section. It shows that the extinction voltage gradient for the 
visual corona tests carried out in the large-size and small-size laboratories are almost the same. These results 
prove the suitability of the approach applied in this paper, which allows reducing assembly and testing times, 
the requirements of the high-voltage generator and the measuring systems involved, the size of the laboratory 
and the overall test related costs.  
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TABLE 2 
COMPARATIVE RESULTS BETWEEN LARGE-SIZE AND SMALL-SIZE LABORATORIES 

Laboratory type Corona extinction voltage* 
(kVRMS) 

Extinction voltage gradient* 
(kVpeak /mm) 

Height above ground 
plane (m) 

Large-size 170  4.16 7.0 
Small-size 98 4.14 0.315 

*Corrected to standard atmospheric conditions according to [31]. 

To prove the suitability of the proposed approach, Fig. 7 compares the results of the FEM simulations when 
the connector is placed at a height of 0.315 m and 7 m above the ground plane. It shows that the height clearly 
influences the electric field distribution far from the surface of the connector. However, the distribution of 
surface electric field is almost the same for both configurations and therefore, the location of the critical 
corona points on the surface of the connector remains virtually unchanged. 

  a) 

b) 
Fig. 7. a) Electric field (kVpeak/mm) distribution around the most stressed parts of the connector for the 
connector placed at a height of 0.315 m and 7 m above the ground plane, respectively. b) Detail of the electric 
field distribution on the vicinities of the surface of the connector for both configurations, 0.315 m and 7 m 
above the ground plane, respectively. 

  
5.2 Connector J40S33D4PK  

This section analyzes a second mechanical substation connector, to further validate the approach proposed 
in this paper. The J40S33D4PK from SBI connectors, made of A356 aluminum alloy, was also tested in the 
facilities of Veiki Laboratory (Budapest, Hungary). It was placed at 7 m height above the ground plane level. 
The laboratory, measuring devices and experimental conditions were the same as in the previous section. The 
measured corona extinction voltage was about 170 kVRMS, corresponding to 141 µV, which is again below 
the 200 µV limit value suggested by the ANSI/NEMA-CC1 standard.  

Next, the experimental test was replicated by means of FEM simulations, by reproducing the same 
geometry as in the standard test, as detailed in Section 2. FEM simulations allowed determining the critical 
corona points on the surface of the connector and the voltage gradient in such points during the corona 
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extinction conditions, as shown in Fig. 8. 
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a)  b) 
Fig. 8. Connector J40S33D4PK. Large-size screened laboratory. The height above ground plane is 7 m. a) 
RIV measurement to determine the corona inception voltage conducted in Veiki Laboratory. b) FEM 
simulation. The electric field strength is given in kVpeak/mm. 

Next, FEM simulations were performed by preserving the geometry of the problem, but decreasing 
considerably the height of the J40S33D4PK connector above the ground plane to 0.455 m. This height of 
was selected to ensure corona onset conditions below 130 kVRMS, which is the maximum voltage of the small-
size laboratory dealt with in this work (see Section 4). FEM simulations verified that the critical corona points 
on the surface of the connector under these new conditions were the same as in the standard corona test 
carried out in the large-size high-voltage laboratory.  

Finally, the J40S33D4PK was tested in the small-size laboratory of the Universitat Politècnica de 
Catalunya, with the connector placed at only 0.455 m above the ground plane, according to the results of the 
FEM simulations. Fig. 9 shows the experimental setup, the results of the FEM simulations and the evidence 
of the visual corona tests. 

 a)   b) 

c) 
Fig. 9. Connector J40S33D4PK. Small-size unscreened laboratory. a) Experimental setup of the simplified 
visual corona test including the tested substation connector, the conductors and the spherical corona 
protections. The height above ground plane is 0.455 m. b) FEM simulation of the J40S33D4PK mechanical 
substation connector. The electric field strength is given in kVpeak/mm. c) Visual corona photographed with 
the digital camera. 

Table 3 summarizes the results obtained in this section. It suggests that the extinction voltage gradient for 
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the visual corona tests carried out in a large-size and in a small-size laboratory are approximately the same.  

TABLE 3 
COMPARATIVE RESULTS BETWEEN LARGE-SIZE AND SMALL-SIZE LABORATORIES 

Laboratory 
type 

Corona extinction voltage* 
(kVRMS) 

Extinction voltage gradient* 
(kVpeak /mm) 

Height above ground 
plane (m) 

Large-size 170 4.17 7.0 
Small-size  101 4.25 0.455 

*Corrected to standard atmospheric conditions according to the [31]. 

6. CONCLUSION 
This paper has proposed a method to speed up, simplify and reduce the cost of visual corona tests intended 

to validate and optimize the behavior of substation connectors. In order to confirm experimentally the 
hypothesis formulated, two substation connectors have been simulated and tested in different laboratories. 
The proposed approach involves a combination of experimental tests and FEM simulations performed under 
realistic conditions. The visual corona onset has been detected experimentally by using a commercial digital 
camera, which allows locating the critical corona points on the surface of the connector. It also allows a 
drastic reduction of the cost of the instrumentation used to detect the corona, since this system offers a high 
accuracy and sensitivity.  

It has been shown that following the approach proposed in this paper, the extinction voltage gradient for 
the visual corona tests performed in large-size and small-size laboratories are very similar. This indicates that 
the results obtained in small-scale industrial laboratories following the approach proposed in the paper can 
be very useful during the optimal design stage and to anticipate the behavior of the connector under the 
standard corona test, which must be performed in a screened large-size high-voltage laboratory.  
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